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NEXT ASS’Y:

GENERAL NOTES:

1. CONCEAL ALL UTILITIES IN WALLS AND STUB-OUT OF WALLS AS REQUIRED FOR
CONNECTIONS . DO NOT STUB OUT OF THE FLOOR AND/OR RUN EXPOSED ON
THE FACE OF THE WALL.

o POWER TO ALL ELECTRICALLY OPERATED EQUIPMENT LOCATED UNDER HOODS IS
: " TO COME FROM THE PANEL WHERE THE MAIN BREAKER IS INTERWIRED WITH THE
H FIRE - EXTINGUISHING SYSTEM SO THAT POWER SHUT-OFF IS ACHIEVED UPON
EITHER MANUAL OR AUTOMATIC OPERATION OF THE FIRE EXTINGUISHING SYSTEM.

FINAL ASS’Y:

3. PROVIDE AND INSTALL A FLUSH, EMPTY JUNCTION BOX AT EACH REMOTE FIRE
CABLE PULL. PROVIDE CONDUIT CONCEALED IN WALL FROM JUNCTION BOX TO A

POINT 6°(155mm) ABOVE FINISHED CEILING.

4. PROVIDE AND INSTALL A CONDUIT AND WIRING BETWEEN THE FUEL LINE
SOLENOID SHUT-OFF VALVES, SHUNT TRIP BREAKERS, ELECTRICAL CONTRACTOR
TO COORDINATE WITH OTHER TRADES CONTACTORS, AND FIRE EXTINGUISHING
SYSTEMS.

5. SEE SPECIAL CONDITIONS PLAN OF EACH AREA FOR SIZE AND LOCATION OF
CONDUIT FOR BEVERAGE SYSTEMS SHALL BE WATERTIGHT AND 24°(600mm)
MINIMUM RADIUS BENDS AND PULL BOXES EVERY 50°(15M).

6. SEE DRAWING E8.10.40, ELECTRICAL ROOM B1-2-25 FOR PANEL B1R5B
AND B1RKC LOCATIONS.

KEYNOTES:

NO11 CONNECT GENERAL RECEPTACLE CIRCUITS TO PANEL B1RKB U.N.O.

ALL WORK WITHIN
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